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DISCLAIMER 

 

Any reference to legislation in this Report should not be perceived as a substitute for the 

provisions of such legislation. In the event of any inconsistency between this document and 

such legislation, the latter shall prevail. 

Although the CEM auditors have exercised all care, skill and diligence in the drafting of the 

Report, the CEM shall not be liable for any loss or damage caused by or arising out of 

circumstances over which the CEM auditors have no control, such as the use and 

interpretation of the Report by the client, its officials or their representatives or agents. 

The information contained in this report was collected from materials, information, data and 

evidence derived from sources believed to be reliable and correct. 

Whilst every endeavour has been made by the author(s) of this report to ensure that 

information provided is correct and relevant, this report is, of necessity, based on information 

that could reasonably have been sourced within the time period allocated to the audit, and is, 

furthermore, of necessity, dependent on information provided by management and/or its 

representatives. 

It should, accordingly, not be assumed that all possible and applicable findings and/or 

measures are included in this Report as any audit represents a sample of auditable 

parameters. 
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RIGHTS RESERVED 

 

 

Copyright 

Copyright to this Report in its entirety, including the content, format, and ideas contained 

there-in, and all rights pertaining to such copyright vest in, and are reserved by, the North-

West University (Potchefstroom Campus) in terms of the Copyright Act 98 of 1987.  The 

Report may not be reproduced in part or in whole, or disclosed to a third party, without the 

written approval of the Executive Manager of the CEM, North-West University. 

Intellectual Property Right 

Any and all rights to the Intellectual Property Rights in this Audit Report remain the property 

of the North-West University.  
 

Confidentiality and Access to Information 

This audit report is deemed to be confidential and is intended solely for the purposes of the 

audit client and the auditee.  This report may therefore not be used under any 

circumstances, without the written authorisation of the audit client and the auditee. 

The CEM as auditors hereby undertake to keep all information and knowledge pertaining to 

the client confidential and to furthermore not disclose any such information except in 

accordance with the necessary legal provisions applicable to the disclosure of such 

information in the administration of justice.  Should the CEM be approached by a third party 

to legally disclose any information pertaining to the client, the CEM will duly notify the client 

in writing, who then has 21 days to make representations as to why such a request cannot 

be honoured.  Should the CEM, in the course of the administration of justice be lawfully 

required to disclose any information pertaining to the client, by the state or any organ acting 

on behalf of the state in the course of any official investigation the client will be duly notified 

of such disclosure? 
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EXECUTIVE SUMMARY 

The Centre for Environmental Management was contracted by Eskom Hendrina Power 

Station to conduct an atmospheric emissions license compliance audit in June 2015. This 

report summarises the background to the audit, as well as the audit process and contains 

the findings raised by the auditors. 

Applicable legal requirements include: 

 Requirements and conditions of the Atmospheric Emissions Licence; 

 Applicable environmental legislation, referenced in the Atmospheric Emissions 

Licence; 

COMMENDATIONS 

The auditors wish to thank all staff at Eskom Hendrina Power Station who participated in the 

audit for the open manner in which the auditors were received and accommodated. The 

station must be commended for the efforts directed at achieving compliance with the AEL. 

The success thereof being evident in this audit report. 

SUMMARY OF AUDIT FINDINGS 

Only one legal non-compliance was raised at the time of the audit. Several  notes have been 

included, which relate to possible areas of improvement as identified at the time of the audit. 

MATERIALITY OF FINDINGS 

Any finding (FN) made at the time of the audit, was raised against a corresponding 

legislative requirement put in place to regulate the activities of Eskom Hendrina Power 

Station. In instances where there is non-compliance to such criteria, Eskom Hendrina may 

be subject to sanction in accordance with the offences and penalties provisions as catered 

for by specific statute. It is recommended that all such findings be treated as material. 

Any Note (TN) which is raised may be considered as being less material than findings, but 

should also be attended to in order to prevent any potential problems from manifesting as 

legal non-compliances. 

CLOSE-OUT OF AUDIT FINDINGS 

The auditors have, where relevant, indicated possible corrective actions which may be 

considered by the auditee.  Such recommendations are offered in instances where the 

corrective action may not be evident in the wording of the recorded finding. 

AUDIT CONCLUSION 

The objective of the audit was achieved. Eskom Hendrina must be commended on their 

efforts in place to drive and manage compliance with the AEL. 
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Table 1:  Abbreviations, Acronyms and Symbols 

Abbreviation, 

Acronym or Symbol 
Description 

CEM Centre for Environmental Management 

FN Finding 

GK Gerrit Kornelius 

NA Not audited 

NWU North-West University 

NX Not applicable 

RA Reece Alberts 

RSA Republic of South Africa 

SAATCA Southern African Auditor and Training Certification Association 

TN Take Note 

 Conformance 

X Non-conformance 

? Status could not be established at the time of the audit 
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1 INTRODUCTION 

Auditing is defined as a systematic, independent and documented process for obtaining audit 

evidence and evaluating it objectively, to determine the extent to which audit criteria are 

fulfilled.  Auditing is an effective and reliable management tool for monitoring and verifying 

compliance to legal requirements and/or the effective implementation of an organization’s 

policies. It provides information gathered by a person competent to conduct an audit on which 

an organization can act to improve its performance. 

The Centre for Environmental Management (CEM) was appointed by Eskom Hendrina Power 

Station to conduct an atmospheric emissions license compliance audit at the power station.  

Auditors from the CEM audited Eskom Hendrina on 18 June 2015.  Both the opening and the 

closing meeting were held on 18 June 2015. 

2 AUDIT OBJECTIVE 

The objective of the audit is to establish the level and extent of compliance to the requirements 

of the Atmospheric Emissions Licence and associated legislation and permit requirements. 

3 AUDIT SCOPE 

The audit scope includes all processes at Hendrina Power Station regulated by the 

Atmospheric Emissions Licence. 

4 AUDIT CRITERIA 

The organisation’s conformance to the following requirements is audited: 

• ISO 14001:2004 as it relates to Atmospheric Emissions; 

• All planned arrangements of the client as well as records such as SOPs etc; 

• The requirements and conditions of the Atmospheric Emissions License; and 

• Applicable national and provincial legislation, and local by-laws, referenced by the 

Atmospheric Emissions Licence. 

5 MEMBERS OF THE AUDIT TEAM 

The members of the team responsible for the audit are listed in Table 3. 

Table 2:  Members of the Audit Team 

Names Reece Alberts Gerrit Kornelius 

Designation Lead Auditor Auditor 

Audit 

Qualification 

SAATCA registered 

Auditor – Nr E3081 
Air quality specialist 
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6 AUDIT METHODS 

The audit was conducted by means of a study of all applicable audit criteria as listed above, as 

well as all relevant legal documents supplied to the auditors by Eskom Hendrina Power 

Station.  To establish compliance with applicable legal requirements, on-site verification was 

conducted on a sample of Eskom Hendrina processes, functions and facilities.  Evidence was 

collected by means of observation, interviews and document review. 

7 AUDIT PROCESS 

The audit was conducted in accordance with the requirements of, and audit process 

recommended by, ISO 19011:2011 - Guidelines for quality and/or environmental management 

systems auditing.  In brief, this process includes the following steps: 

7.1 Initiating the Audit 

This phase includes appointing the audit team; defining the objectives, scope and criteria of 

the audit; determining the feasibility of the audit; selecting the audit team and establishing 

initial contact with the auditee. 

7.2 Conducting the Document Review 

This phase includes identifying and sourcing relevant documents from the auditee prior to the 

audit and studying these in preparation for the audit. 

7.3 Preparing for the On-site Audit activities 

This phase includes preparing the audit plan; assigning work to the members of the audit 

team and preparing work documents, such as audit checklists. 

7.4 On-site Audit Activities 

This phase includes conducting the opening meeting; collecting and verifying information 

through physical observation, document reviews and interviews; generating audit findings 

and providing recommendations for best practice; preparing audit conclusions and 

conducting the closing meeting. 

7.5 Preparing, Approving and Distributing the Audit Report 

This phase includes preparing the draft report; circulating the draft report for review and 

comment; consideration of comments; and finalization of the audit report. 

8 AUDIT REPORT 

8.1 Report structure 

This report has three parts.  Part 1 contains a complete summary of the audit, including a 

description of the audit objectives, audit scope, audit criteria, corrective actions and post-

audit follow-up, audit methods, inclusions and exclusions of the audit, members of the audit 

team, and the audit process.  The completed audit checklists are contained in Part 2, while 

the detailed audit findings are recorded in Part 3 of the report. 
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8.2 Audit report format 

One hard copy of this audit report is to be distributed to the audit client.  An electronic copy is 

also to be made available in PDF format, while an electronic copy of the findings will be 

provided to the audit client and auditees in MS-Word format, if requested. 

8.3 Audit report status 

This report is the Draft Report and is provided to the audit client in electronic format for the 

purposes of review and the correction of any inconsistencies or errors, where applicable.  

The audit client and auditees are invited to submit comments on the report by 30 July 2015.  

Comments received will be considered before the report is finalised and hard and electronic 

copies will be submitted to the client.  Should no comments be received by this date this 

audit report will be deemed to be the final audit report. 

8.4 Official version of the audit report 

The locked PDF version of this report is deemed to be the official audit report.  A word 

version of the report is provided to the client to use the text for recording and managing 

improvements only. 

9 AUDIT SAMPLE: INCLUSIONS 

9.1 Processes and functions 

The following functional areas were included: 

 Air quality management; 

9.2 Facilities 

 Eskom Hendrina Power Station; 

9.3 Personnel 

 Ben Madiope 

 Justice Ramagoma; 

 Lucas Masango 

9.4 Documents 

 Atmospheric Emission Licence As Contemplated In Section 43 Of The National 

Environmental Management: Air Quality Act, 2004, (Act No. 39 Of 2004) Ref: 

17/4/AEUMP313/11/16. 

10 AUDIT EXCLUSIONS 

All areas as planned were audited. 

11 UNRESOLVED AND DIVERSE OPINIONS 

None at the time of the draft audit report. 
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12 AUDIT SCHEDULE 

The nature of this audit did not necessitate an audit schedule. 

13 AUDIT FINDINGS 

13.1 Summary of audit findings 

A brief summary of the audit findings are contained in Table 4 below and discussed under 

13.2, while the individual findings and observations are given in Part 2 of this report. 

Table 3:  Summary of Non-compliances 

Function/area audited Non-compliance Take note 

Air Quality management and Noise 1 5 

Total number of take note observations and 
non-compliances 

1 5 

 

13.2 Materiality of findings 

In line with the audit brief, the materiality of findings made during the audit may be reflected 

on as follows. 

Any finding (FN) made at the time of the audit, was raised against a corresponding 

legislative requirement put in place to regulate the activities of Eskom Hendrina Power 

Station. In instances where there is non-compliance to such criteria, Eskom Hendrina may 

be subject to sanction in accordance with the offences and penalties provisions as catered 

for by specific statute. It is recommended that all findings be treated as material in order to 

negate the possibility of enforcement action being taken against the power station. 

Any Note (TN) which is raised may be considered as being less material than findings. It is 

however recommend that these be considered in the light of ensuring sound environmental 

management by Eskom Hendrina, and in so doing addressing any potential problems 

before these may manifest as legal non-compliances. 

14 CORRECTIVE ACTIONS AND POST-AUDIT FOLLOW-UP  

The auditors have, where relevant, indicated possible corrective actions which may be 

considered by the auditee.  Such recommendations are offered in instances where the 

corrective action may not be evident in the wording of the recorded finding. 

15 RECOMMENDATIONS FOR FOLLOW-UP AUDITS 

The very nature of auditing necessitates sampling, and based on this point of departure the 

auditors did not attempt to cover every aspect and process of the organisation.  The auditee is 

therefore advised not to use this audit report as a checklist-exercise, by addressing only the 

specific issues raised herein.  The auditee is rather encouraged to use the audit report as an 
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indicator of all areas which require attention and to adopt a holistic approach in identifying and 

addressing non-compliances.   

16 AUDIT CONCLUSION 

The objective of the audit was achieved. Eskom Hendrina must be commended on their efforts in 

place to drive and manage compliance with the AEL. 
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PART 2:  AUDIT CHECKLISTS 
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17 AUDIT CHECKLISTS 

 

Legal Compliance Audit Checklist 

CLIENT: Eskom Hendrina Power Station AUDIT DATE:  18 June 2015 

ADDRESS:  Pullenshope, Mpumalanga LEAD AUDITOR(S): R Alberts, G Kornelius 

Checklist Ref.   

Function/process:  Atmospheric Emissions Management 

Person interviewed:        

Position:        

TN = Take Note CON = Conformance NA = Not audited X = Non-conformance 
NX = Not applicable to 

the scope 

? = Status could not be 
established at the time 

of the audit 

 

Question (Checklist) Finding Notes 
Findings 

Reference 

      
      

Doc Type       Doc Ref       

Doc Title       Rev Number       

4. General conditions 
4.1 Process and ownership changes                

4.1.1 

What arrangements are in place to ensure that 
all unit processes and apparatus for the purpose 
of undertaking the listed activity in the question 
are at all times properly maintained and 
operated? 

CON 
Atmospheric Emission Management Plan 

(AEMP) (specific to Hendrina station) dated 5 
March 2015 

TN GK01 
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Question (Checklist) Finding Notes 
Findings 

Reference 

4.1.2 

What arrangements are in place to ensure that 
all unit processes and apparatus for the purpose 
of all appliances and mitigation measures for 
preventing or reducing emissions, are at all 
times properly maintained and operated? 

CON 

do 
Also discussion with maintenance staff on SAP 
maintenance system methodology for issuing 
inspection job cards, breakdown job cards and 
procedure for following up on outstanding job 

cards/orders 

      

4.1.3 

What measures are there to ensure that the 
organisation does not extend, alter or add on the 
building, plant or site of works related to the 
listed activity(s) without an environmental 
authorisation from the competent authority? 

   

Proposed modifications are submitted to an 
internal process via inter alia the environmental 

department to ensure alignment and 
compliance with all requisite authorisations. 

      

4.1.4 

Have there been or are there any changes in 
processes or production increases by the permit 
holder, which will require prior approval by the 
licencing authority? 

None        

4.1.5 

Are there any changes to the type and quantities 
of input materials and production equipment and 
treatment facilities that will require prior written 
approval by the licencing authority? 

CON 
Copies of notification to licensing authority 

when S content of coal exceeds spec (example 
of 23 Feb 2015) 

      

4.1.5 
Has any change of ownership of the enterprise 
occurred? 

NA               

4.2 Duty of Care                

4.2.1 

What arrangements does the organisation have 
to adhere to the duty of care of obligations when 
undertaking the listed activity as set out in 
section 28 of the NEMA?  

CON Refer to relevant findings  

 

What measures does the organisation 
undertake to minimize or contain the 
atmospheric emissions as set out in section 
28(3) of the NEMA? 

 Refer to relevant findings.  

4.3 Sampling and/or analysis requirements    
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Question (Checklist) Finding Notes 
Findings 

Reference 

4.3.1 

Does the organisation carry out the 
measurements or calculations in accordance 
with any national or international acceptable 
standard? 
Explain how 

CON 
Corporate document 474-237 Rev 1: CEMS 

system specification of May 2012 
TN GK 02 

4.3.2 

Does the organisation carry out the sampling 
and analysis in accordance with any national or 
international acceptable standard? 
Explain how 

CON do  

4.3.3 
What arrangements are there to ensure quality 
assurance of methods and performance? 

CON Section 5.7.4 of the above document  

4.3.4 

If the licence holder uses external laboratories 
for sampling or analysis, what arrangements are 
in place to verify that such laboratories are 
accredited? 

CON SGS accredited by SANAS reg no TO1707  

4.4 General requirements of licence holder    

4.4.1 

What arrangements are there to ensure 
compliance with the conditions of this licence? 
(this includes any person acting on his, her or its 
behalf, including but not limited to an employee, 
agent, subcontractor or person rendering a 
service to the licence holder) 

CON 
Emission alarm response procedure HSIP 

0677 Rev 1 of Apr 2014 
 

4.4.2 

Are there any other statutory requirements that 
may be applicable to the carrying on the listed 
activity which the organisation must comply to 
besides this licence? 

NA   

4.4.3 
What arrangements are there to keep record of 
this licence where the listed activity is 
undertaken? 

CON 
Annual/bi-annual and monthly emission repors 

kept in Document Centret 
 

4.4.4 

What arrangements are there to ensure the 
availability of the licence to the environmental 
management inspector representing the 
licensing authority who requests to see it?  

CON Kept in Document centre  
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Question (Checklist) Finding Notes 
Findings 

Reference 

4.4.5 

What arrangements are there to inform the 
licencing authority of any change to its details 
including the name of the emission control 
officer, postal address and/or telephonic details? 

TN 

Corporate procedure “Procedure Manual for 
Environmental. Occupational Health and 
Safety Incident management Doc 32-95. 

Ms Mkhize has been appointed ECO  

TN GK 03 
 
 

TN GK 04 

4.4.6 

What arrangements are there to ensure that an 
emission offset programme to reduce PM 
pollution in the ambient/receiving environment 
will be submitted by the 31th March 2016 

 
This is a head office pilot project.  A procedure 

is being developed for kwaZamokuhle 
 

6 Raw materials used per month    

6.1 
Has more than 820 000 tons of coal ever been 
used per month? 

No   

6.1 
Has more than 3200 liters of fuel oil ever been 
used per month? 

No   

6.2 Has more than 2000MW ever been produced? 
No; 

physically 
impossible 

  

6.2 
Has more than 290 000 tons of ash ever been 
produced per month? 

No   

6.3 
What is the coal conversion characteristic of the 
coal on site? (should be 16 to 24 MJ/kg 

CON               

6.3 
What is the Sulphur content of the coal used on 
site? (0.6 to >1%) 

CON               

6.3 
What is the ash production percentage from the 
coal ? (31 to > 35%) 

CON               

6.4.1 
What is the gas exit temperature at the North 

Stack ?(128C) 
NA               

6.4.1 
What is the gas exit temperature at the South 
Stack? (135C) 

NA               

7 
Appliances and Measures to prevent air 
pollution 

               

7.1 Appliances and control Measures                

7.2 
Point Source-Maximum Emission Rate 
(under normal working conditions) 
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Question (Checklist) Finding Notes 
Findings 

Reference 

7.2 
Has the target set out in the AEL for particulate 
matter emissions for 1 April 2015 been 
achieved? (75 mg/Nm3 in 24hours) 

CON   

7.2 
Has the target set out in the AEL for SO2 
emissions for 1 April 2015 been achieved? 
(3500 mg/Nm3 in 24hours) 

CON   

7.2 
Has the target set out in the AEL for NOx 
emissions for 1 April 2015 been achieved? 
(1100 mg/Nm3 in 24hours) 

CON   

7.2 
Point source – General Operating 
Requirements 

   

7.2.1 
Has operational performance against the 
conditions of the licence been reported to the 
licencing Authority on a bi-annual basis? 

CON               

7.2.2 
Have there been any Highveld Air Pollution 
Priority Area (HPA) interventions? 

NO               

7.2.3 Are copies of this AEL available on site. CON               

7.2.4 
Are records of operational performance in terms 
of this licence kept for five years? 

CON   
Current AEL was issued on 31 March 2015; 
previous AEL on 19 March 2014 so 5 years 

have not elapsed. 
      

7.2.5 
Is there an official Air Quality Complaints 
Register that is maintained and available for 
inspections? 

CON               

7.2.6 
What measures have been put in place to 
prevent/mitigate against the risk of harm to 
human health or environment? 

   Refer to all relevant mitigation measures.       

7.2.7 
Have both stacks been fitted with continuous 
measuring equipment for PM, SO2, and NOx by 
01 June 2015? 

CON   
Calibration for south stack is currently being 

done 
      

7.3 
Point Source – Maximum Emission Rates 
(Under Start-up, Maintenance and Shut-down 
Conditions) 
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Question (Checklist) Finding Notes 
Findings 

Reference 

7.3.1 
What measures are taken to control atmospheric 
emissions during start-up, maintenance, shut-
down operations 

   
If less than 48 h, these emissions fall within 

the conditions of the license. 
      

7.3.2 
Have normal maintenance and shut-down 
conditions ever exceeded 48 hours? (if it did 
S30 of NEMA apply) 

NO               

7.3.3 

PM emissions should be below the limit value 
within 48 hours of synchronising with the grid 
during a hot start, and below the limit value 
within 72 hours of synchronising with the grid 
during a cold start. 
Has this been achieved? 

CON               

7.3.4 

If startup exceeds 48 (hot start) / 72 hours(cold 
start) the S30 of NEMA applies.  
Has this happened? 

CON               

7.3.5 

Does reporting on particulate emissions start 24 
hours after the units has synchronized with the 
grid during start-up. 

CON             

7.3.6 
Have there been indications of adverse impacts 
to human health and/or the environment during 
start-up, maintenance or shut down? 

No 
complaints 
received     

            

7.3.6 If Yes, were appropriate measures taken?                

7.3.7 

Has an investigation been undertaken to 
measure, monitor and report on point source 
emissions released during start-up, maintenance 
and shut-down conditions?(on receipt of licence 
as required by S42 of the Act and shall be 
carried out in terms of the measurement, 
monitoring and reporting requirements set out in 
Government Notice number 893 of 2013) 

CON               

7.4 
Point Source Emission Monitoring and Reporting 
Requirements 
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Question (Checklist) Finding Notes 
Findings 

Reference 

7.4.1 
Are the continuous monitoring results for PM, 
SO2, NOx at the North and South stack reported 
monthly? 

CON         TN GK 05 

7.4.2 

Has verification of gaseous continuous emission 
monitoring systems been completed in 2014? 
(reporting is to commence once verification is 
complete, latest 1 June 2015) 

X   
Calibration for south stack is currently being 

done, so conformance not achieved according 
to license conditions 

      

7.5 
Area and/or line source – management and 
mitigation measures 

               

7.5 
Is compacting of coal stockpile ongoing? (Visual 
inspection) 

CON               

7.5 
Are water trucks suppressing dust? (Visual 
inspection) 

CON               

7.6 Routine reporting and record-keeping                

7.6 
Is a complaints register being maintained on the 
premises? 

CON   Copies seen       

7.6 
Does the complaint register include the following 
information: 

   No complaints noted       

7.6 Name                

7.6 Physical Address                

7.6 Telephone number                

7.6 Date and time                

7.6 Space for noise complaint                

7.6 Space for dust complaint                

7.6 Space for offensive odour complaint                

7.6 
Are complaints been reported to the licensing 
authority in the following format: 

               

7.6 a) Source code / Name                

7.6 b) Root Cause analysis                

7.6 c) Calculation of impacts / emissions associated 
with incidents and dispersion modelling of 
pollutants, where applicable; 
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Question (Checklist) Finding Notes 
Findings 

Reference 

7.6 d) measures implemented or to be implemented 
to prevent recurrence; and 

               

7.6 e) Date by which measure will be implemented                

7.6 Has the Licensing Authority been provided with 
a copy of the complaints register? 

CON               

7.6 Are records of complaints being stored in a way 
that they will be kept for five years? 

CON               

7.6 Annual reporting                 

7.6 Have annual reports been submitted to the 
Licensing Authority? 

CON   Copies of emails seen       

7.6 Does the annual report contain the information 
of which year is under review? 

CON   Document centre       

7.6 Has the Annual report been submitted within 60 
days of the end of the reporting period? 

CON               

7.6 The Annual Report must include:                

7.6 a) Pollutant emission trend; CON               

7.6 b) Compliance Audit Report CON               

7.6 c) Major upgrades projects (i.e. abatement 
equipment or process equipment); and 

CON               

7.6 d) Greenhouse gas emissions CON               

7.6 
Are annual reports being kept for a period of at 
least 5 years? 

NA   
Current AEL was issued on 31 March 2015; 
previous AEL on 19 March 2014 so 5 years 

have not elapsed.  
      

7.7 Has an Atmospheric Emission 
Reduction/Management Plan been provided to 
Nkangala District upon the receipt of this 
licence? 

CON               

7.7 Does the Atmospheric Emission Management 
Plan contain: 

               

7.7 Details of measures and specific activities to 
be adopted in order to achieve the set 
atmospheric emission standards? 

               

7.7 Management of point source emissions? CON               
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Question (Checklist) Finding Notes 
Findings 

Reference 

7.7 Management of fugitive emissions(including 
dust) sources and impacts thereof? 

CON               

7.7 Management of sources and impacts of 
nuisance-causing activities? 

CON               

8 Disposal of waste and effluent arising from 
abatement equipment control technology. 

CON                

8 Disposal of any waste or effluent arising from 
abatement equipment control technology must 
comply with the relevant legislation and 
requirements of the relevant authorities.  
Does it? (Fabric filter bags, Synthetic material, 
Hazardous waste site, Ash, Heavy metals, Ash 
dams (on site)) 

CON               

9 Penalties for non-compliance with license and 
statutory conditions or requirements 

               

10 Appeal of licence. Have there been any appeals 
to the municipality? If Yes: 

NO               

10.1 If Yes: Were registered interested and affected 
parties notified in writing within five days of the 
municipal appeal decision? 

               

10.1.1 If Yes the notification must contain:                

10.1.2 Inform I&Aps of the appeal procedure  (as 
provided for in the Municipal Systems Act) 

               

10.1.3 Inform I&Aps that a copy of the AEL and 
reasons for the decisions will be furnished on 
request. 

               

10.1.4 Must contain the date on which the licence was 
issued. 

               

10.1.5 Information on where and how an appeal 
against the decision can be lodged. 

               

 
The end of this Checklist 
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PART 3:  AUDIT FINDINGS 
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18 AUDIT FINDINGS AND NOTES (OBSERVATIONS) 

Reference Description of Finding 

Air quality management 

FNGK-01 The calibration of the South stack emission measurement equipment was not completed by 1 June 2015 

 

Reference Description of Note 

Air quality management 

TNGK-01 It is proposed that the Atmospheric Emission Management Plan be made a formally controlled document within the Eskom 

document management system so as to keep track of revisions. 

TNGK-02 Corporate document 474-237 Rev 1: CEMS system specification of May 2012 provided during the audit states that reviewis 

required by April 2015. A reviewed version was not available. 

TNGK-03 Corporate procedure “Procedure Manual for Environmental. Occupational Health and Safety Incident management Doc 32-95 

required review by March 2015 A reviewed version was not available. 

TNGK-04 No appointment letter for ms Mkhize as ECO was available. 

TNGK-05 It is noted that, when an instrument for a specific pollutant is out of order, monthly reports gives emissions for that pollutant as 

zero. It is suggested that secondary emission results should be produced for such a period to provide a more realistic picture to the 

authorities receiving the reports. This could be done by sulphur mass balance (for SO2), by using emissions factors from literature, 

or by interpolating from historical figures. 
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ANNEXURE A: ATTENDANCE REGISTERS: OPENING AND CLOSING MEETINGS 
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End of Report 


